
 
 
 
 
 
  
 
 
 
 
 

 

Missouri Department of Transportation 
Roberta Broeker, Interim Director 
 

573.751.2551  
Fax: 573.751.6555 
1.888.ASK MODOT (275.6636) 

   
               ADDENDUM 002 

Request for Bid 
Summersville Mechanics and Cold Storage Building 

RFB 9-150520KH 
 

Bidders should acknowledge receipt of Addendum 002 (TWO) by signing and 
including it with the original bid. The due date for receipt of bids has not changed by 
this Addendum; the due date is May 20, 2015 2:00 PM Central Time.  Accordingly, 
the following clarifications, and or additional information, are believed to be of general 
interest to all potential bidders.  All other terms and conditions remain unchanged and 
in full force. 
 

Name and Title of Signer 
(Print or type) 
 
 
 
 

Name and Title of Department Authority
 
Kristi Hixson 
General Services Senior Specialist 

Contractor/Offeror Signature 
 
 
___________________________________
(Signature of person authorized to sign) 

Department of Transportation  
 
Kristi Hixson 
_________________________________ 
(Authorizing Signature) 

Date Signed:   Date Signed:5/12/2015  
 

 
Plan Clarifications 
 
Sheet 17, rafters are every 4 foot on center, baffles must be continuous between trusses for 
length of the building. 
 
Sheet 19, all expansion anchors, concrete j-bolts shall be stainless steel. 
 
All exterior footing and stem walls shall be monotonically poured. Acceptable if contractor 
chooses to have cold joint between mechanics bay and cold storage. 
 
MoDOT will stake approximate four (4) corners.  Pads elevation benchmark will be 
approximately off 20 feet NE corner of proposed building. 



 

 
During the pre-bid there was discussion regarding extending the sewer line approximately 10 
– 15 feet (Sheet 2); no change regarding this – sewer line remains as on sheet 2. 
 
Question:  Is the contractor responsible for the testing costs? 
 
Answer: As outlined in the specifications, testing costs to include but not limited to 

concrete, HVAC, water lines, gas lines are the contractor’s responsibility. 
 


